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The asbestos survey conducted on February 7, 2008 of Colleton County Sheriffs Office
located at 119 Benson Street in Walterboro, South Carolina revealed the presence of asbestos
containing building materials. The following summary exhibits the asbestos containing
building materials (ACBM) that were identified in the inspection.

Asbestos

Description Type

9" Vinyl Floor Tile (gray) Category I - Non-Friable

HVAC Duct Tape (white) RACM - Friable

Window Glaze RACM - Friable

Built up Roofing Category I - Non-Friable

The identified asbestos containing building materials (ACBM's) to include the item(s) listed
above. All removal work of this material should be performed by a properly trained and
licensed abatement contractor prior to the planned renovation work to avoid potential
exposure and/or contamination.
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Trident Environmental Services, Inc. was contracted by Colleton County Government, to
perform an asbestos survey of the Colleton County Sheriffs Office located at 119 Benson
Street in Walterboro, South Carolina. The survey was performed in order to satisfy the
NESHAP requirements for renovation and/or demolition. The building is a two-story
commercial structure on concrete slab consisting of approximately 23000 square feet.
Interior walls are gypsum, plaster, concrete block, and wood panels. Floor finishes are 12"
vinyl floor tiles, 9" vinyl floor tiles, ceramic tiles, vinyl sheet flooring, carpet, and concrete.
The roof consists of built up roofing materials. Note: The roof was inaccessible at the time
of inspection and all roofing products are presumed to be asbestos containing building
materials (ACBM).

Asbestos

The inspection was conducted to identify asbestos-containing building materials (ACBM)
which may be disturbed during the renovation/demolition activities. The identification of
ACBM's will aid in the prevention of occupational exposures and/or environmental releases
of airborne asbestos fibers. Identification of ACBM also complies with Title 40 Code of the
Federal Regulations, Part 61, and South Carolina Department of Health and Environmental
Control (SCDHEC) Regulation 61-86.1, along with Title 29 Code of Federal Regulations,
Part 1926 enforced by the Occupational Safety and Hazard Administration (OSHA). The
Asbestos Survey describes the investigative procedures utilized, results of the suspect ACBM
sampled/analyzed, and recommendations regarding the structures as relatedto asbestos.
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Asbestos Investigative Procedures

Trident Environmental Services, Inc. conducted an inspection for suspect ACBM's on
February 7, 2008 of the Colleton County Sheriffs Office located at 119 Benson Street in
Walterboro, South Carolina. It is our understanding that the subject structure will undergo
renovation/demolition activities in the near future. The asbestos survey was performed by
observing and sampling suspect building materials. Significant destructive testing was not
utilized during the inspection, therefore, the possibility exists that suspect materials exist in
inaccessible areas such as wall cavities and pipe chases. If any additional suspect ACBM's
are discovered during the course of demolition/renovation activities, bulk samples should be
extracted to identify the presence, or absence, of asbestos prior to continuation of work
activities.

Asampling strategy was developed to provide representative samples for analysis. Samples
were then extracted from a variety of suspect ACBM's. Bulk samples collected were
recorded on a Chain-of-Custody record and submitted to International Asbestos Testing
Laboratories (IATL), a Polarized Light Microscopy (PLM) laboratory. The laboratory is
accredited by the National Voluntary Laboratory Accreditation Program (NVLAP), which is
administered by the National Institute of Standards and Technology (NIST). IATL's
NVLAP enrollment number is 101165-0.

The suspect materials were analyzed by trained microscopists utilizing PLM techniques
coupled with dispersion staining in accordance with EPA Test Method Title 40 Code of
Federal Regulations, Chapter I (1-1-87 edition), Part 763, Subpart F- Appendix A. This
method identifies asbestos mineral fibers based on six optical characteristics: morphology,
birefringence, refractive index, extinction angle, sign of elongation and dispersion staining
colors The laboratory analysis reports the specific type ofasbestos identified (there are six
asbestos minerals) and the percentage of asbestos present. The EPA and OSHA defines
materials as asbestos containing if an asbestos content ofgreater than one percent (>1%) is
detectedin a representative sample.

The EPA classifies ACBM into two categories, friable and non-friable. Afriable material
creates agreater health hazard due to the fact that it may be "crumbled, pulvenzed or reduced
to powder by the forces expected to act upon it in the course of demolition or renovation
operations."
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Asbestos fibers were identified in the 9" Vinyl Floor (gray) Bottom Layer (22000 square
feet) and the Built Up Roofing (11500 square feet). These materials are in good
condition and are considered Category I - Non-Friable Asbestos.

Asbestos fibers were identified in the HVAC Duct Tape (3100 square feet) and the
Window Glaze (2200 square feet). These materials are in good condition and are
considered RACM - Friable.

The following section summarizes the sample numbers, locations, type material, asbestos
type, percent of asbestos detected, present condition of the asbestos containing material,
potential for disturbance, and hazard assessment ratings. The asbestos sample laboratory
analyses and chain of custody records are included at the end of this report.

Asbestos Abbreviations and Hazard Assessment Key

The EPA and SCDHEC require that confirmed ACBM is given a hazard assessment based on
its present condition and potential for future disturbance. This hazard assessment is used as a
tool for prioritization in future remedial actions regarding the ACBM. The following key
demonstrates the criteria that make up the hazard assessment.

Present Condition

F = Friable

NF = Non-friable

G = Good (very localized Comprehensive damage)
D = Damaged (<10% distributed and/or <25% localized)
S = Significantly Damaged (>10% distributed and/or 25% localized)

Potential for Future Disturbance

LPD = Low Potential for Disturbance (Contact,Vibration,and/or Air Erosion- low concern)
PD = Potential for Damage (Contact, Vibration, and/or AirErosion - moderate concern)
PSD= Potential for Significant Damage (Contact, Vibration and/or AirErosion - high concern)

Hazard Assessment

Significantly Damaged
(SD)

Damaged
(D)

PSD PD LPD

6 5 4

Good

(G)

PSD PD LPD

3 2 1
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HOMOGENOUS AREA ESTIMATED FOOTAGE TABLE

Colleton County Sheriff's Office - Walterboro, South Carolina

HOMOGENOUS

AREA ID #
DESCRIPTION

ESTIMATED

AMOUNT

01 2'x 3'Ceiling Tile 13560 square feet
02 Drywall/Joint Compound 29000 square feet
03 Vinyl Baseboard (black) 3400 square feet
04 Baseboard Adhesive (white) 3400 square feet
05 l'x 1' Ceiling Tile 9800 square feet

06 12" Vinyl Floor Tile (blue) 7200 square feet
07 Floor Tile Adhesive (yellow) 7200 square feet
08 9" Vinyl Floor Tile (gray) 22000 square feet
09 Floor Tile Adhesive (yellow) 22000 square feet
10 Plaster 32000 square feet
11 Ceramic Tile Grout 150 square feet
12 Vinyl sheet Flooring (tan) 120 square feet

13 Vinyl Adhesive (yellow) 120 square feet

14 HVAC Duct Tape (white) 3100 square feet

15 Carpet Adhesive (yellow) 600 square feet
16 Fire Stop Caulk (red) 15 square feet

17 HVAC Heat Tape (black) 2 square feet

18 Conduit Chase 12 square feet

19 Window Glaze 2200 square feet

20 Exterior Caulk 350 square feet

21 Built Up Roofing 11500 square feet
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DESCRIPTION TYPE
ESTIMATED

AMOUNT

9" Vinyl Floor Tile (gray) Category I - Non-Friable 22000 square feet
HVAC Duct Tape (white) RACM - Friable 3100 square feet

Window Glaze RACM - Friable 2200 square feet
Built up Roofing Category I - Non-Friable 11500 square feet

Friable asbestos material means any material containing more than one percent asbestos as
determined using the method specified in appendix A, subpart F, 40 CFR part 763 section 1,
Polarized Light Microscopy, that, when dry, can be crumbled, pulverized, or reduced to
powder by hand pressure. If the asbestos content is less than 10 percent as determined by a
method other than point counting by polarized light microscopy (PLM), verify the asbestos
content by point counting using PLM.

Category I non friable asbestos-containing material (ACM) means asbestos-containing
packings, gaskets, resilient floor coverings, and asphalt roofing products containing more
than one percent asbestos as determined using the method specified in appendix A, subpart F,
40 CFR part 763, section 1, Polarized Light Microscopy.

Category II nonfriable asbestos-containing material (ACM) means any material, excluding
Category I non friable ACM, containing more than one percent asbestos as determined using
the methods specified in appendix A, subpart F, 40 CFR part 763, section 1, Polarized Light
Microscopy that, when dry, cannot be crumbled, pulverized, or reduced to powder by hand
pressure, (cement siding, transite board shingles, etc.)

Regulated Asbestos-Containing Material (RACM) means (a) Friable asbestos material, (b)
Category I non friable ACM that has become friable, (c) CategoryI non friable ACM that
will be or has been subjected to sanding, grinding, cutting,or abrading, or (d) CategoryII
non friable ACM that has a high probability of becoming or has become crumbled,
pulverized, or reduced to powder by theforces expected to acton thematerial in thecourse
of demolition or renovation operations.



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

S.
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oakbrook Lane, Suite F.

Sum merviHe,SC 29465
(8431 873-3648

Page 7 of 38

ASBESTOS SAMPLE DATA TABLE

Colleton County Sheriff's Office - Walterboro, South Carolina

DESCRIPTION OF EACH SAMPLE AREA LABORATORY
ASSESSMENT

OF MATERIALS

Homogeneous
Area &

Sample ID
Description Location

Friable

(Y/N)

Asbestos Present Condition

Assessment

Category

Hazard

Assessment

CategoryPercent Asbestos

01-01 2' x 3' Ceiling Tile Entrance Y 0.0% ND 7 N/A

01-02 2' x 3' Ceiling Tile Roof Y 0.0% ND 7 N/A

02-03

Drywall

Entrance

Y 0.0% ND 7 N/A

Joint Compound Y 0.0% ND 4 N/A

Drywall/Joint Compound Y 0.0% ND 4 N/A

02-04

Drywall

Hallway

Y 0.0% ND 7 N/A

Joint Compound Y 0.0% ND 4 N/A

Drywall/Joint Compound Y 0.0% ND 4 N/A

02-05

Drywall

Room 103

Y 0.0% ND 7 N/A

Joint Compound Y 0.0% ND 4 N/A

Drywall/Joint Compound Y 0.0% ND 4 N/A

03-06 Vinyl Baseboard (black) Room 103 N 0.0% ND 7 N/A

03-07 Vinyl Baseboard (black) Room 105 N 0.0% ND 7 N/A

04-08 Baseboard Adhesive (yellow) Room 103 N 0.0% ND 7 N/A

04-09 Baseboard Adhesive (yellow) Room 105 N 0.0% ND 7 N/A

05-10 1' x 1' Ceiling Tile Hallway Y 0.0% ND 7 N/A

05-11 1' x 1' Ceiling Tile Hallway Y 0.0% ND 7 N/A

06-12
12" Vinyl Floor Tile (blue)

Top Layer
Room 111 N 0.0% ND 7 N/A

06-13
12" Vinyl Floor Tile (blue)

Top Layer
Room 111 N 0.0% ND 7 N/A

07-14 Floor Tile Adhesive (yellow) Room 111 N 0.0% ND 7 N/A

07-15 Floor Tile Adhesive (yellow) Room 111 N 0.0% ND 7 N/A

08-16
Vinyl Floor Tile (gray)

Bottom Layer
Room 111 N 6.2% CHRY 7 1

08-17
Vinyl Floor Tile (gray)

Bottom Laver
Room 111 N 6.5% CHRY 7 1

09-18 Floor Tile Adhesive (yellow) Room 111 N 0.0% ND 7 N/A

09-19 Floor Tile Adhesive (yellow) Room 111 N 0.0% ND 7 N/A

Assessment Categories

(1) Thermal Systems Insulation - Good Condition (5)
(2) ThermalSystemsInsulation- Damaged (6)
(3) ThermalSystemsInsulation- (7)

Significantly Damaged (8)
(4)Surfacing - Good Condition (9)Miscellaneous - Significantly Damaged TREM - Tremolite

I Surfacing - Damaged
ISurfacing - Significantly Damaged
I Miscellaneous - Good Condition

) Miscellaneous - Damaged

Asbestos Present

AMOS - Amosite ACTI - Actinolite

CHRY - Chrysotile ND - None Detected
CROC - Crocidolite NT-Not Tested

ANTH - Anthophylite PACM - Presumed ACM
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ASBESTOS SAMPLE DATA TABLE

Colleton County Sheriff's Office - Walterboro, South Carolina

DESCRIPTION OF EACH SAMPLE AREA LABORATORY
ASSESSMENT

OF MATERIALS

Homogeneous
Area &

Sample ID
Description Location

Friable

(Y/N)

Asbestos Present Condition

Assessment

Category

Hazard

Assessment

CategoryPercent Asbestos

10-20 Plaster Room 112 Y 0.0% ND 4 N/A

10-21 Plaster Stairwell 1st Floor Y 0.0% ND 4 N/A

10-22 Plaster Stairwell 2ndFloor Y 0.0% ND 4 N/A

10-23 Plaster Room 116 Y 0.0% ND 4 N/A

10-24 Plaster Supply Room Y 0.0% ND 4 N/A

10-25 Plaster Room 214 Y 0.0% ND 4 N/A

10-26 Plaster Room 211 Y 0.0% ND 4 N/A

11-27 Ceramic Tile Grout Room 112 Y 0.0% ND 4 N/A

11-28 Ceramic Tile Grout Room 112 Y 0.0% ND 4 N/A

11-29 Ceramic Tile Grout Room 112 Y 0.0% ND 4 N/A

12-30 Vinyl Sheet Flooring (tan) Room 114 N 0.0% ND 7 N/A

12-31 Vinyl Sheet Flooring (tan) Room 114 N 0.0% ND 7 N/A

13-32 Vinyl Adhesive (yellow) Room 114 N 0.0% ND 7 N/A

13-33 Vinyl Adhesive (yellow) Room 114 N 0.0% ND 7 N/A

14-35 HVAC Duet Tape (white)
Overhead Room

115
N 70.0% CHRY 7 3

14-36 HVAC Duct Tape (white)
Overhead Room

115
N 70.0% CHRY 7 3

15-37 Carpet Adhesive (yellow) Room 103 N 0.0% ND 7 N/A

15-38 Carpet Adhesive (yellow) Room 105 N 0.0% ND 7 N/A

02-39

Drywall

Room 200

Y 0.0% ND 4 N/A

Joint Compound Y 0.0% ND 7 N/A

Drywall/Joint Compound Y 0.0% ND 7 N/A

02-40

Drywall

Room 202

Y 0.0% ND 4 N/A

Joint Compound Y 0.0% ND 7 N/A

Drywall/Joint Compound Y 0.0% ND 7 N/A

Assessment Categories

(1) Thermal Systems Insulation - Good Condition (5)
(2) ThermalSystems Insulation - Damaged (6)
(3) ThermalSystemsInsulation- (7)

Significantly Damaged (8)
(4) Surfacing- GoodCondition (9)

Surfacing - Damaged
Surfacing - Significantly Damaged
Miscellaneous - Good Condition

Miscellaneous - Damaged
Miscellaneous - Significantly Damaged

Asbestos Present

AMOS - Amosite ACTI - Actinolite

CHRY-Chrysonle ND - None Detected
CROC - Crocidolite NT-Not Tested
ANTH - Anthophylite PACM - Presumed ACM
TREM - Tremolite
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ASBESTOS SAMPLE DATA TABLE

Colleton County Sheriff's Office - Walterboro, South Carolina

DESCRIPTION OF EACH SAMPLE AREA LABORATORY
ASSESSMENT

OF MATERIALS

Homogeneous
Area &

Sample ID
Description Location

Friable

(Y/N)

Asbestos Present Condition

Assessment

Category

Hazard

Assessment

CategoryPercent Asbestos

02-41

Drywall

Room 204

Y 0.0% ND 7 N/A

Joint Compound Y 0.0% ND 4 N/A

Drywall/Joint Compound Y 0.0% ND 4 N/A

02-42

Drywall

Stairwell

Y 0.0% ND 7 N/A

Joint Compound Y 0.0% ND 4 N/A

Drywall/Joint Compound Y 0.0% ND 4 N/A

16-43 Fire Stop Caulk (red) HVAC Basement N 0.0% ND 7 N/A

16-44 Fire Stop Caulk (red) HVAC Basement N 0.0% ND 7 N/A

17-45 HVAC Heat Tape (black) HVAC Basement N 0.0% ND 7 N/A

17-46 HVAC Heat Tape (black) HVAC Basement N 0.0% ND 7 N/A

18-47 Conduit Chase HVAC Basement N 0.0% ND 7 N/A

18-48 Conduit Chase HVAC Basement N 0.0% ND 7 N/A

19-49 Window Glaze Exterior Window Y 1-3% CHRY 8 3

19-50 Window Glaze Exterior Window Y 1.5% CHRY 8 3

20-51 Exterior Caulk Window/Door N 0.0% ND 7 N/A

20-52 Exterior Caulk Window/Door N 0.0% ND 7 N/A

21-53 Built Up Roofing Roof N NT PACM 1 1

21-54 Built Up Roofing Roof N NT PACM 7 I

Assessment Categories

(1) Thermal Systems Insulation - Good Condition (5) Surfacing - Damaged
(2) ThermalSystems Insulation - Damaged (6) Surfacing - Significantly Damaged
(3) ThermalSystems Insulation - (7) Miscellaneous- Good Condition

Significantly Damaged (8) Miscellaneous - Damaged
(4) Surfacing - GoodCondition (9) Miscellaneous - Significantly Damaged

Asbestos Present

AMOS-Amosite ACTI - Actinolite

CHRY - Chrysotile ND - None Detected
CROC - Crocidolite NT - Not Tested

ANTH-Anthophylite PACM - Presumed ACM
TREM-Tremolite
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CONCLUSIONS/RECOMMENDATIONS

Asbestos Inspection

The asbestos survey conducted of the Colleton County Sheriffs Office located at 119
Benson Street in Walterboro, South Carolina revealed the presence of ACBM's.

Renovation or demolition activities that will disturb the ACBM's will require removal per
state and federal regulations. Asbestos materials can become hazardous when, due to
damage, disturbance, or deterioration over time, they release asbestos fibers into the air of the
building. All areas that contain asbestos should be utilized in a controlled manner to reduce
the potential for disturbance. OSHA requires notification to all trades/contractors about the
condition of the ACBM's to prevent possible occupational exposures.

Demolition activities in public and commercial buildings are regulated by OSHA, EPA, and
SCDHEC. Code 40 of Federal Regulations Part 61, Subpart M, Final Rule, "National
Emissions Standards for Hazardous Air Pollutants" (NESHAP), and South Carolina
Department of Health and Environmental Control (SCDHEC) Regulation 61-86.1 require the
proper removal and disposal of ACBM that is affected by renovation or demolition.
Demolition of the subject structures will require written notification, proper transportation,
and disposal per state and federal regulations.
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PHOTOGRAPHS

Colleton County Sheriff's Office - Walterboro, South Carolina

HOMOGENEOUS AREAS # 01

2' x 3' CEILING TILE

HOMOGENEOUS AREAS # 03, 04
VINYL BASEBOARD (BLACK)/ADHESIVE

is-:! -•
•Hftl

HOMOGENEOUS AREAS # 06, 07
12" VINYL FLOOR TILE (BLUE)

TOP LAYER/ADHESIVE

•
assr;.' jsot*^ '~'-"*i • / S ^^^^H'^niS^RHB ^^1

1 :i
HOMOGENEOUS AREA # 02

DRYWALL/JOINT COMPOUND

HOMOGENEOUS AREA # 05

1'Xr CEILING TILE

HOMOGENEOUS AREAS # 08, 09
9" VINYL FLOOR TILE (GRAY)
BOTTOM LAYER/ADHESIVE
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PHOTOGRAPHS

Colleton County Sheriff's Office - Walterboro, South Carolina

HOMOGENEOUS AREA # 10

PLASTER

HOMOGENEOUS AREAS # 12, 13
VINYL SHEET FLOORING (TAN)/ADHESIVE

HOMOGENEOUS AREA # 15

CARPET ADHESIVE (YELLOW)

HOMOGENEOUS AREA # 11

CERAMIC TILE GROUT

HOMOGENEOUS AREA #14

HVAC DUCT TAPE (WHITE)

HOMOGENEOUS AREA # 16

FIRE STOP CAULK (RED)
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PHOTOGRAPHS

Colleton County Sheriff's Office - Walterboro, South Carolina

HOMOGENEOUS AREA # 17

HVAC HEAT TAPE (BLACK)

HOMOGENEOUS AREA # 19

WINDOW GLAZE

HOMOGENEOUS AREA # 18

CONDUIT CHASE

HOMOGENEOUS AREA # 20

EXTERIOR CAULK

I
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DIAGRAM - COLLETON COUNTY SHERIFF'S OFFICE

jggg • NON ASBESTOS 12"VINYL FLOOR TILE (BLUEj/ADHESIVE OVER ACM 9" VINYL FLOOR
TILE (GRAY) AND NON ASBESTOS FLOOR TILE ADHESIVE (YELLOW).

ITOi • NON ASBESTOS CONTAINING CARPET/ADHESIVE OVER ACM 9" VINYL FLOOR (GRAY) TILE
^^ AND NON ASBESTOS CONTAINING ADHESIVE (YELLOW).

I | • NON ASBESTOS CONTAINING FLOOR COVERING.

• HVAC DUCTTAPE (WHITE) THROUGHOUT OVERHEAD.

•SAMPLES COLLECTED ON 02/07/2008

FIGURE 1:

LOCATIONS

OF

ASBESTOS

CONTAINING

MATERIALS

COLLETON COUNTY SHERIFF'S OFFICE -FIRST FLOOR
WALTERBORO, SOUTH CAROLINA

Not to Scale

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

500 Oakbrook Lane, Suite E
Summerville, SC 29485

(843)873-3648

Project Designer:

Project Contact:

RAB

Project* wo#

Date: Rev. Date:

02/13/2008
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DIAGRAM - COLLETON COUNTY SHERIFF'S OFFICE

| 1 • SINGLE LAYEROFASBESTOS CONTAINING 9" VINYLFLOOR TILE (GRAY) AND NON
ASBESTOS FLOOR TILE ADHESIVE (YELLOW).

f^X • NON ASBESTOS CONTAINING CARPET/ADHESIVE OVER ACM9" VINYLFLOOR (GRAY)TILE
AND NON ASBESTOS CONTAINING ADHESIVE (YELLOW).

|~TT1 • NON ASBESTOS CONTAINING FLOORCOVERINGS.

• HVAC DUCT TAPE (WHITE) THROUGHOUT OVERHEAD.

• SAMPLES COLLECTED ON 02/07/2008

FIGURE 1:

LOCATIONS

OF

ASBESTOS

CONTAINING

MATERIALS

COLLETON COUNTY SHERIFF'S OFFICE - SECOND FLOOR

WALTERBORO, SOUTH CAROLINA

Not to Scale

s
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oakbrook Lane, Suite E

Summerville, SC 29485

(843) 873-3648

Project Designer:

Project Contact:

RAB

Projects wo#

Date: Rev. Date:

02/13/2008
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Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oakbrook lane, Suits £

Summ«rvillB,SC 294S5

(B43) 873-3648

COMPREHENSIVE

ASBESTOS SURVEY

Prepared by:

J^£ifmc(!,J!xzedif_
Kevin E. Leedy

S.C. Inspector License No. ASB 20589
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S
Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safely

500 Oakbrook Lans, Suits E
SummerviNe. SC 23485

(B43) 873-3648

\mU$
.<"FX

National Voluntary
Laboratory Accreditation Program

SCOPE OF ACCREDITATION TO ISO/TEC 17025:1999

International Asbestos Testing Laboratory
16000 Horizon Way, Unit 100

Mt. Laurel, NJ 08054

Mr. Frank E. Ehrenfeld, HI
Phone: 856-231-9449 Fax: 856-231-9818

E-Mail: lrankehrenfeld@iatl.com
URL: http://vnvw.iatl.com

^TCS 0*

BULK ASBESTOS FIBER ANALYSIS (PLM) NVLAP LAB CODE 101165-0

Page 19 of 38

NVLAP Code Designation /Description

18/A01 EPA-600/M4-82-020: Interim Method for the Determination ofAsbestos in Bulk Insulation
Samples

2007-07-01 through 2008-06-30

Effective dates

Page 1 of 1

SQ. SiM^t >
For the National Insmute of Standards and Technology

NVLAP-01S (REV. 2005-05-19)



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

S
Trident Environmental Services, Inc.

Consultants in IndustrialHygiene and Safety
500 Oakbrook Lana, Suile E

Summerwlle, SC 294B5

(843)873-3648

Page 20 of 38

Internationa! Asbestos

Laboratories

TT A rip"|" Interni
U\ J. Lj Taa»s

9000Ctwnmerw Parkway SoilsBMl Laurel, NJ03054
Telephone- 856-231-9445 Fax: S56-23l-?Sl8

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 Oakbrook Lane, Suite E

Summeiville SC 29485

Report Date: 2/11/2008

Project: ColletonCountySIieriffsOifc.

Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 3225912

Client No-: 01-01

% Asbestos Type

Description / Location: Whiie/TanCeiling Tile; 2x3
Entrance

%N<^Aat>eacsi£i!}TOUS Mmertal Tvpc

None Detected None Delected 33 Celhilrac

35 Fibrous Glatt

Lab No.:

Client Nil.:

Nooe Detected

3225913

01-02

Type

None Detected

Lab No.: 3225914

Client No.: 02-03

None Detected

Type

None Detected

Description / Location: White/Tan Ceiling Tile; 2x3

Entrance

^.Non-Aabestos Fibrous Material

3J

35

TVne

Cellulose

Fibrous G1a*s

Description/Location: OtT-WMte/Tan Sheetrock

Entrance

°A Nort-A-ttestes Fibrtnw Material

12

Type

Cellulose

tt- Ncn-Fibrocs Material

30

%Ncn-Fibrons Material

30

% Ncp-Fibreuji Material

88

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 10018S
Thti Citofideto£Alrrrj&rt rtkite twfy ty those ilm

Trosrxpvrt shall notbe repro&eedexceptinJuU, withoutwritten approvalof shf 1/ibtSraiGry-

AiuIV5isiMeihod: EPA SOO/R-93/1 Ifi

Comment*; (PC)Imficsres StraiifirfPoijttOjuiaMiabodperfbened. Methodntxp&dpro^ unlesstf«*d. QwiirificiidOTrt<Oi54tbv-vduriieispC4Siblc3 witfi finsrjafiMd. (PC-KiaOrepaataaiihis
lininof quoBoaum (PC-T^ Anadir, mctata aa distinw isawable
EPA S00 Method. BMCApMtfdndanteMll^Jw" afterMtfnnMtteAMlM^aMH^MpMlBAAMtttwarikMA RrwaH Mh—• Sua m*yhiahwiWftM
du&tOJttoJtilum^imitatinnsoftrie^tir^irjiaTjdic^jpc. Thocfor;.n«^tivcPLMresults tuir.cif* guaii-rtKed. Electron Microacapy canbeustdis a oxifimiLng teehniqw. Regulatory Liroil
Il buedup* iha sample malrix.

Analysis Performed By: L. Solebello

Date: 2/9/2003

Approved By:

Pogeltrflj

Frank: E.Elmaifc!«i HI
Laboratory Director



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

S.
Trident Environmental Services, Inc.

Consultants in IndustrialHygiene and Safety
500 Oakbroak Lane. Suite £

Summnrvilte, SC 29485

(843) B7 3-3 648

Page 21 of 38

IATL
iiitct national Asbestos

Testing Laboratories
9000Commerce Mm* Suite BMl Laurel, NJ08054

Telephone:S56-Z31-944? Ere 856-231-981*

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 OaKbrookLane, Suite E

Sununerville SC 29485

Report Dale: 2/11/2008

Project: ColIetonCountyShernTsOfc.

Project No.:

Lab No.: 3225515

Client No.: 02-04

% Ashflsta^ Type

None Detected None Daect6d

Lab No.: 3225915

Client No.: 02-04

% Asbestos 2m

None Detected None Detected

Lnb No.: 3225916

ClientrJa: 02-05

,% Asbestos Tvpc

None Detected None Detected

Lab No,: 3225916

Client Na: 01-05

KMMU Type

None Detected None Detected

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: Off-WbiteVTaaSheetrock

Entrance

% Non-A'ibegos Fibrous Material Xfpe

30 Cellulose

Description / Location: White Plaster

Entrance

% Nop-A-ihcjito; Fibrous Material

Ki inc Detected

las

None Detected

Description / Location: Off-White/Tan Sheetrock

Entrance

% Noa-AsbesioE Fibrous Material

None Detected

Type

Description / Location: White Plaster

Entrance

"AN.on-ASbestqs Fibrous Material

Nona Detected

Type

None Detected

% NDn-Fitiroui; M.TOrial

70

Layer No.: 2

% N on-Fibrous Material

too

V* Non-Fibrous Material

100

Layer No: 2

% Non-Fibrona Material

100

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
This cor\fldei«ial mfonrelates onlytoApse itemfr) tested anddoes notrapraemanendorsementbyfflST-UVLAP, AIHA or&ra} agency ofthe U.S. eevemmsnt

This reportshallnottierrprtN?nc*f' except Infull without written approval ofOte laboratory.
Analysis Method: EPA600/R.-93/H6

CommenU: CPQQidiwtesSantffiedPoottCKini.MeiJMdperfcri^ Meshodnaperibmicdunfcssscattd. C>Mii:^it^,^«):^byvohixrMispc^
Irakofquffltitdtjott CPC-Tract)cat&ta rhai asbestos was deleted but isDot quantifiable uodst ibn Pwut Coucong regimen. Analysis inclurfe si] <jjjrtext separable lay&s mocwnlMioe with.
EPASOOMelhod. IfiKKrcponcdaotiur-vutarioi^l^wiso Sm^asbMt«fikten^bemisredby-PLM
ducmreMhratolirniT^wOTrftoo^ T^>tM£M,^^hwnMiK^tsctaimbc^3aa£6d. 161stsnoMicnaoopy can heused asacwrfhming technique itegularjryLjrr.it
i* based upon ImmmIi matrix.

Analysis PerformedBy: L. Solebello

Date: 2/9/2008
Pagc2ofI5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

T A r I i i International Asbestos
Lf\^ JJ \_j Testing Laboratories

Trident Environmental Services, Inc.
Consultants in IndustrialHygiene and Safety

500 Oakbrook Lane, Suite E
Sum merville, SC 39485

(843)873-3648

Page 22 of 38

9000 Commerce Parkway SuiteE Mt Uurel, NJ08034
Telephone:S5<i-Z3J-!!449 Fas: 856-231-9S18

CERTIFICATE OF ANALYSIS

Client: Trident EmTirrnrnental Services Report Date: 2/11/2008

500 Oakbrook Lane, Suite E Project: CoIktonCrjiuityShtaiffsOfc.
Summerville SC 29485 Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 3225917 Description 1Location: Black Cove Base
Client No.; 03-06 Entrance

% Asbestos Type %Non-Asbestos FibrousMatcriaJ Typ* V,Non-FibrousMateria)

None Deiecte< None Detected None Delected None Delected 100

Lab No.: 3225918 Description / Location: Black Cove Base
Client No.: 03-07 Entrance

% Asbestos lot % Non-Asbestos Fibrous Materia! Typa % Non-Fibrous Material

None Detected None Detected None Detected None Detected 100

Lab No.: 3225919 Description / Location: Sample Not Analyzed
Client No.: 04-08

% Asbestos True % Non-Asbestos Fibrous Material Tyr» •^oo-Fibosus Material

Sample Not Analyzed

Notit: Iiisufiicieni mastic.

I^No-: 3225920

Client No.: 04-09

% Asbestos Typo

Saaip U Not Analyzed

Note: No mastic.

Sample Not Analyzed

Description / Location: Sample Not Analyzed

% Non-Asbestos ftT^njusJyjalerial Type

SiimpicNot Analyzed

%Sa^StemMm6A

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188

This reportshallnothefcpfodu&zd except infiuX without urftttn appruval of thelaboratory.

AiulysUMeOwd: EPA600/Tt-93,'116

ClKOmcnU: I^^IlldlClIwSarariiMPokliCoiinl Oagjficati™BIgO-25%ryvrtaii3flLi.p^^hlgmtri th«TTtrilTr»H (PT-IYnv;)rqiirwwHrr.«
limitgf quaatiation. (PC-Trace) meatus thatasfcmtot »w detected butlapotquantifiable tmder thePointCoimiufe jgguuen, Arnl>iiii uicliificE slldi£ti^[se '̂4bLal.i}-eii jjKteiiTjazrcewitli
EPAcOOM^oi u"noi«|"^tfOTrXbsrwiKiw^ta)w:i5c^ Small asbestos fibers maybemiared byKU,
rfaciottsoMimYttWlBMrvc£z)ic:tyu<^in{{xrxt*]pA TlimrtOTr, negaavc PLM result«ano;beguirin'̂ cti Electron TJRansaany ctnrut nwrl jw *W^nAtg Mfchwi RegatatOiy Limit

Analysis Performed By: L. Solebello

Date; 2/9/200S Page 3 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

S00 Oakbrook Lans, Suite E
Summervilie, SC 29485

(843) 873-3648

Page 23 of 38

IATL
International Asbestos
Testing Laboratories

3000Commerce ParkwaySuiteB MLLaurel.NJ08034
Telephone; 8J6*-231>044S Fax: 8S6-23l-9$l&

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 Oakbrook Lane, Suite E

Sommerville SC 29485

Report Date: 2/11/2008

Project: ColtaonCotmtySheriffsGfc.

Project No.:

Lab No.: 3225921

Client No.: 05-10

%fVbesws Xhi

None Detected None Detected

Lab No.: 3225922

Client No.: 05-11

% Asbestos Twe

None Detected None Detected

Lab No.: 3225923

Client No.: 06-12

% Asbestos Jos

None Detected None Detected

Lab No.: 3225924

Client No.: 06-13

% Aabcatos Type

Nona Detected None Detected

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: White/YellowCeilingTile; lxl
Hallway

%Non-Aabegtos Fibrntjs Material 2^pe

SO Fibrous Glass

Description / Location: White/Yellow Ceiling Tile; lxl
Hallway

•*»Non-Asbestos Fibrous Malarial Tvrie

SO Fibrous OIjsi

Description / Location: Blue/Grey Floor Tile; 12"

Break Room

% Non-Asbestos Fibrous Material Type

None Detected None Detected

Description / Location: Blue/GreyFloor Tile, 12"
Break Room

% Non-Asbestos Fibrous Malarial

None Detected

Type

None Detected

% Non-Fibrous Material

20

% Non-Fibrous Material

20

S4 Non-Pibromi Material

100

?i Non-Fihroua Materia]

100

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
This confidentialreportrelate onlytothane iiem(t) restedanddoasnotrepresent m endorsementbyNIST-WLAP, AIHA firanyagencyoftheU.SL government

This reportshallnotbentjaydagrdexcept uiJiiB, vflffrour -written approval ofthelaboratory.

Analysis Method: EPA 600/11-93/116

Comments; (PC) Iniic^W; Stratified Foim Count Method(vrfMBod. 'vteLhcdr^lj^nfc^niedijalM^ stated. Qutimificorioii ai<l.15%hy vrj|unwi,pr?s=itlc".im tfusmeltad |TC-Tr&:t>) r£j^n;5 tlii;,
JuiiUtrfqusn&teYriaiL(P(>TYaM)mfttirjil^^ Analysis inchi3cs allcEauna idp-jr-j'̂ c bycrs inFKCordaacc with
EPAffOOKfeihod !l^ittrepflrifidr*r^erw-.^no!e^ Sfrraii iginwJhBl "MybrH^Wifcyjm
dueIfriMMaBltafeMtaMfHieoptic*]microscope. 'Yhatfox,nt^^vcPU.1 result;cfMincifacgiijiantccd Elccttteis/ijcrowr^oiiooe luedtu^ Regulatory Linn:
is buseduponthe sample me rix

Analysis Performed By: L. Sofefaelto

Bate: 2/9/200S
Page 4 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

500 Oakbrook Lana, Suite E
Summorvilta. SC Z9485

(843) 87 3-3 6* I

Page 24 of 38

T A r | ' | _tcraatioii.il Asbestos
XjT—. J_ |__ Testiiig Laboratories

9000Commerce Parkway SuiteS Mt,Laurel, K)08054
Telephone: 356-23t-?44S Fan: 856-231-9SIS

CERTIFICATE OF ANALYSIS

Client: Tridem Environmental Services

500 Oakbrook Lane, Suite E

Summerville SC 29485

Report Date: 2/U/200S

Project: ColletonCoimrySheriffsOfc

Project No.:

Lab No.: 3225925

Client No.: 07-14

% Asbestos . Type

None Detected None Detected

Lab No.: 3225926

Client No.: 07-15

WfWestos Type

None Detected None Detected

Lab No.: 3225927

Client No.: 08-16

% Asbestos _Bf

PC 6.2 Cbrysotile

Lab No.: 3225928

Client No.: OS-17

% Asbestos Tyre

pen Chry>oti]e

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: Yellow Mastic A/W 12"Floor Tile

Break Room

% Non-A<;besiot FibroinMaterial Type

None Detected None Dewcied

Description / Location: Yellow Mastic A/W 12" Floor Tile

Break Room

%N_t»A*bt_._. Fibrous Materia] Typc

None Detected None Detected

Description / Location: Grey Floor Tile

BreakRoom

% TymVi^sbestos Fibrous Material Type

None Detecied None Detected

Description /Location: Grey Floor Tile

Break Room

% Non-Asbestos Fibrous Material

None Detected

Type

None Detected

% N'on-Fihrom MaTt_i_

100

% Ncn-Fibrous Material

100

M*N-n-FibroCig Mam-jal

PC 33.8

W Non-Fibrous Material

PC 99.5

NIST-NVLAFNo. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100(88
3—eoi^__rfn7iorrr«lrtwe«$'npi_eltwJ^

___ Hnir report shall nothireprotjaeted except infin without wrtcen approval ofAclabarvtoty,
_aly_ Method: SPAWO/R-93/116

Comment*: (PC)__e» Stratified Poiirt Cownt Method performed. \™_r^perfb«r.edur_f_cd. Quanr__™at<a25%bywlimteisi_ableiwth_mc_
Umii ofq_bWiott,(F^ travel means _ajt_os_d__; bos w^^ Aaak_irxjn_aU distinct fle$araWe layers b accordance with
EPA&ffiMethed. rfnotreponedor otherwise ooted,l;S/=r iseithernotpreaem orthedientli^ _allafibcstos fibers may bemistedbyPLM
diMioreioletioau'mtauotisefihoeiJtii^iwrMcepe. Therctbre,rtc^rrtPI_l*es_c_otb«ge*antecA Elette«^crorcojr/c_t~U3ed_a£3iinrtI^ Regulatt-fLimit
is bared upon the sample matrix.

Analysis PerformedBy; L. Solebello

Date: 2/9/2008
Page 5 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

J" A rati International Asbestos
X_TL J__ |__ Testing Laboratories

Trident Environmental Services, Inc.
Consultants in IndustrialHygiene and Safety

500 Oakbrook Lans, Suits E
Summorville, SC 2 9485

(843) 873-3648

Page 25 of 38

9000 Commerce,Psrirtray Suite BMl. Laurel, NJOS054
Telephone:556-231-9449 Pasc856-231-9818

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 Oakbrook Lane, Suite E

Sttminerville SC 29485

Report Date: 2/11/2008

Project: Co_tonCo_tyS_nffsOfc-

Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 3223929

Client No.: 09-1S

% Asbestos Type

None Detected Nrjrtc Deuxled

Description / Locatton: Black/YellowMastic AAVFloor Tile

Break Room

%Non-Aabe._w FiTwntjs Mataioi Tyrw,

None Detected None Delected

•% Nffls-FiblOUS M_l«_l

100

L*b No.; 3225930

Client No-: 09-19

%Asbestos Tvpe

Description / Location: Bfetdt/Yellow Mastic AAVFloor Tile

Break Room

%N_vA1'_«tOfi Fibrous MaicriaE Tjrju-

Nons Detected None Detected

% Non-Fibrous JrfjvMrJ.il

None Detected None Detected
100

Lab No.: 3225931

Client No.: 10-20

% Asbestos T^pe

None Detected None Detected

Description / Location: White/Tan Plaster

Break Room

__rio_-A_b_T_i Fi___! Material Typ*

None Dctaaed None __tcc_d

% Non-iPibroua NJat.err!Al

100

Lab No.: 322S932

Client No.: 10-21

%Asbestos T\pc

Node Detected None Detected

Description / Location: White/Tan Plaster

Break Room

%Non-Asbestos FibrousMaterial Tvp*.

None Detected None Detected

% Non-Fibrous Material

IDO

NIST-NVLAP No. 1O116S-0 NY-DOH No, 11021 AIHA Lab No. 100188
This txtsfldemial report rsJata o/dy tothose item's) tested and does not reproMnt an«m_M__Mby NIST-WVIAP, AIHA orany agency ofthe W_ MtflMMM

Thisreportshallnotbereproducedexcept mfiiH, without written approvalofthelaboratory.
Analysis Method: _PA_00/R-?3/lI6

Comments: (PC)fodicrasseadfiedPointCoitetl__j___ Metr«d_pei_iiodt_cjis[a_ QoimtiBcadooat<O.I5»lr/vohimeispc«_eTOh_melli<id (PO-TijcelreprejeMstiiis
l_tofTtm_ti_rK:.Trcce)!tieiois_a!c_a_dacet_ Analyatsii>th1_alld_ictse|_bleUjersmace<»dmce»i6i
EPAdOOMethod. IfnottriOTrdcro_s_i_d,la>=isei/__pramort„eta^ __aj__,Hw™b*_„tyPI_i
_toteseJ«rtee,_itati_ofto.co„li_ero.cooe. i_efeee,„e^RMrt_Beaii_bee>_nte_, Eicel_l_o_weaol*isedus»coiiD_i« Rendstc-rLimit
isb_iupOnfl>o samplenatrix. ^r~ I

Analysis Performed By: L. Solebello

Dale: 2/9/2008
Pag»6"ofI5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina

Survey Date: February 7,2008

Trident Environmental Services, Inc.
Consultants in IndustrialHygiene and Safety

500 Oakbrook Lane, Suite E
Sum merville, SC Z94B5

(843)173-3648

Page 26 of 38

IATL
Internaiional Asbestos

Testing Laboratories
9000 Commerce Partcmy Suite BMt. Laurel, NJ08054

Telephone: 856-231-9449 Fax:„6-_II-OS18

CERTIFICATE OF ANALYSIS

Client: Trident i_viiT>nm_tal Services

500 Oakbraok Lane, Suite E

Sninrnerville SC 29485

Report Date: 2/11/2008

Project: CoUei_Cfc_ryShcriffsQfc

Project No,;

BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 3225933

Client No.: 10-21

%Ashestos __•

Sample Not Received

Lab No.: 3225934

Client No.: 10-22

% Asbestos Type

Norte Detected None Detected

Lab No.: 3225935

Client No.: 10-23

% Asbestos Type

None Detected None Detected

Lab No.: 3225936

CUentNo.: 10-24

% Ashestus u_

None Detected None Detected

Description / Location: SampleNotReceived

%Non-Asfae__} Fibrnna Material Type

Saillple Not Received

Description / Location: While Plaster

Break Room

%Nott-Asb_tos Fibrou- Malarial Type

None Detected None Detected

Description /Location: Wstite/TanPlaster

Break Room

%Non-Asbestos Fibrous Material Type

None Detected Ne«r>etec_d

Description /Location: White/Tan Plaster

Break Room

% Non-Asoestos Fibrous Material Tsne

None Dctooted None

& No.i.rfl)ro_; Materi-i

%H_»______ Mat__I

100

% Nop-Fibrous Material

100

•* Non-Kbn)tis Material

too

iMST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
Tfds ctvy__treport relates cnfyio those tlemfs) testes anddoes rus represent mendorsement eyNlSTJWLAP, AIHA orar.y agency ofthe U.S. govemnetti

rtar repert shall notbereproduced exeept rnjidtwithout tmttett approval ofthe laboratory.
AnalysisMethod:EPA6O0/H.-93/I16

Comment* (PC)Irulic_i5tr_:edIV_&__iiiodpeTfon^ Quareinc_onai<ft2S%byvc4timei5ra»aiTi]ev^
li_ei'cwliBii_(I^Tracc)eae_i_ast~^ ADelsTO_i_salldisrjsctjtpirsU6uvm_coc^
EPAOOOMetbed If_repo«ed«ct!a™s=i_dllir*—tacs_iioTr«_^ Sroaaiilestoj(n^iij,-beii_»idtal>i_
<_ toisOTtaitonI„tane_e4-t,eojsiei1lmicni»eepe. Tle_-, reE»t,ve PLM reauks ea_e beawratieei Elee™ Miaoscopy can beused _ . cotiTitniins tecbeioiic ^eeolatovLimit
is based open the sansalematrix. ^^ ———•

Analysis Performed By: L. SoleAello

Date: 2/9/2008
Fa65 7ot"lJ



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

;S.
Trident Environmental Services, Inc.

Consultants in IndustrialHygiene and Safety
500 Oakbrook Lane, Suite E

Sum mervilte, SC 2 9485
(843) 873-3648

Page 27 of 38

IATL
lit lernaiiimal Asbestos

Testing Laboratories
9000Commerce Parkway Suite BMt Uonl, NJ08054

Telephone:95^.231-9440 Fax: 856-23I-9B18

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 Oakbrook Lane, Suite E

S__crviHe SC 29485

Report Date: 2/11/2008

Project: ColletonCbmrySheriffsQfc.

Project No.:

Lab No.: 3225937

Client No.: 10-25

%A_hrstoa Tvjjc

None Dfittctcd No_s Detected

Lab No.: 3225938

Client No.: 10-26

% Asbestos Type

None Detected None Detected

Lab No,: 3225939

Client No.: 11-27

% Asbestos T_»

None Deseoteel None Detected

Lab No.: 3225940

Client No.: 11-28

^•Asbestos T_

Naive Detected None Detected

BULK SAMPLE ANALYSIS SUMMARY

Dcs cription / Location: While/Tan Plaster

Break Room

%Noa-Asbeao- FibrousMaterial T;ype

News Prtected Nc_e Detected

Description / Location: While/Tan Plaster

Break Room

% Nwi-Aghegtos Fibrous M_cr_i Typt

Nunc Detected None Detected

Description / Location: White Grout

Room #112-Women

% Non-AsbegME Fibrous Matsrial Type

NoneDetected None Detected

Description / Location: White Qioui
RoomSI12-Wom_

*/*Non-Asbestos Fibrous Material

None Detected

Type

None Detected

VaNon-Fibrous M;»_i—

100

% NorfFibftMs Materia]

100

% Non-Fibrous Material

100

% Non-Fibrous Material

100

NIST-NVLAJPNo, 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
Thisconfidentialreportrelatesonlyto those,temft)ttetedanddoesnet representm midorsemeKtbyMST-MVtAP. AIHAor any agencyof theU.S.government

I7rfg reportshallnotbereproducedexcept infull without »w.iwji approval ofthetahoraiory,
AnrijwsMatliod: EPA 600fR-93/i16

Commwui: (?C)Tn_cn_s5mtined PointCoio_Metfiodpeiife_*d_ Klei^odrK* perforatedu_e_slated. Q___4rar_Ti_<C,25% byvolumeispos-bla *,'^ihi*iiiclbw. t^C-Tracc)rcpies^riisliii^
Ji^iirfqu^^piipn. (FC-Tra«)rNc__i_ii_bi*^ /__y_s_il__5s—t<_|_MNMHMviHM_ttH—__—>r«_h
_?A &0 Method, Hno:reported „ ^crwi„ nerc^ Smai] asbestos liberanay bt t__~dbyPL,M
tivswrosoiunanlrai-ciCa-tiftb.oprtcjftojcTOTs^pc, Ihsreime.ncgativt;I_1Wresults••^%ipBM__.)_HD—^AMH |̂rMVtv4ai**H__M_tMlai^ RegulatoryLimit
is based uponfee sxapfc matrix.

AnalysrsPerformed By: L. Solebello

T>&tet 2/9/2008 Pags8jifl5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

Trident Environmental Services, Inc.
Consultants in IndustrialHygiene and Safety

500 Oakbrook Lane, Suite E
Sum m«rville, SC 29485

(843)873-36-48

Page 28 of 38

IATL
Intern ational Asbestos

Testing Laboratories
9000Commerce Parlcway Suite BMt laurel.NJ080J4

Telephone: 836-231-5449 Fax:856-231-9518

CERTIFICATE OF ANALYSIS

Client: Trideml_viroriiiiental Services

500 O_brook Lane, Suite E

Stunmeiviile SC 29485

Report Date: 2/11/2008

Project: CoUetonCouolyS_riffsOfc.

Project No.:

Lab No.: 3225941

Client No.: 11-29

% Asbestos Tvpe

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: White Grout

Room SI 12-Wornai

%Non-Asbestos fibrousMaterial TvpB

Norte Detected NoncDetec

Lab No.: 3225942

Client No." 12-30

Description / Location: Tan Vinyl Sheet Rooring

RoomrVll^Mcn

% Asbestos Tyn- %Non-i_bc_c_ Fibrous[vtfiurirt, Tvtw

NOJWDetected None Detected 25 Cellulose

S Fibrous Gf a$s

LabNa: 3215943

CHictit No.; 12-31

%AiirJC_fr{t Type

None Detected None Detected

Lab No.: 3225944

Client No.: 13-33

Vu Asbestos ._!•

None Detected None Detected

Description / Location: Tan VinylSheet Flooring

Rc_m#114-Men

% Non-Aafaestos Fibroin Material Tvoe

Cellulose

Fibrous Glasa

Description / Location: Y_t)wlu_Uc A/W Vinyl Sheet Flooring
Room#114-Men

% Non-Asbestos Fibrous Material

None Delected

Tjpe

None Detected

H Non-Fibrous Material

100

yp .Non-Fibrous __tcrial

70

%Non-FibroUri Materj.-^

70

% Non-Fibrous Material

100

N1ST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
TJtis oortfdemial report relates only tomoteXBmfx} testedanddoesnotrepmerrtonendorsementbŷ ST^'lruiP. AlrfA orwry agency ofdieU.S. gwesntjHini

Thisreportshall nolbe reproducedexeeptinJuO.-untwist witUn approvalof the laboratory.

AnalysisMethod; EPA6Q0/R-93/116

Cool—en-: (P_)£odic_« lBM__ffi__.Coat*Metii^pcrfc_ti5d, Me±od iral perform^ t2__s_i_d Qaasii*i£wdtxi!a<0.25%byvo___ ispossible tc_ __iue_o& CPC-Tf_s)resi«M]b;tbi3
Iwfnl of•quiOtitatica, ffC-Tisce) __HIthatash __s was :__(__b_ j$gflQMtfUable under Ihc Point Counuug rd^jrjijr. Aiwryiis includes alldisr_et lapaisble layers inscMrdsr-xc wrih
EPASOOMnhod, Ifnotrt^_rrf_ o._tn«_„_J^ SiwllMbaitw£^i_s_«ybc_i_e_Vjy FIH
iltitio„M-1irioo liaitiujorvss?ftheopiicslinicrMcopc. T_a__*,i—gaiiwPLMresvliscetmoxbegu__cced. El*ctrcn^£T?JTCipy crabe_cd_ ii^}_t^ Res__MyLimk
• based uponthe samplematrix.

Analysis Perforroed By: L. SolebellQ

Date; 2/9/200S Page 9 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

E

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

500 Oar-rook Lans, Suita E
Sum murville. SC 29465

(843) 87 3-3 641

Page 29 of 38

IATL
International Asbestos

Testing Laboratories
9000 OxttnKFXParkway Suite B Mt Uyrfti, NJ 08054

Telephone: S5oV_31-944? Fax: 83d-23l-pgi8

CERTIFICATE OF ANALYSIS

Cfient; Trident Etwhtramental Services

500 Oakbrook Lane, Suite E

Srammerville SC 29435

Report Date: 2/11/2008

Project: G>ll«onCa_tyS_riffsOfc.

Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No.: 3225945

Client No.: 13-34

%Asbc5tqj|i Type

None Detected None Detected

Description / Location: YellowMasticA/W VinylSheet FlDoring

Roam #114-Men; Overhead

___3rw_besiosFibrousMaterial Type

None Detected None Detected

Ducription/Location: GreyInsulation
Room 115; HVAC Duct

*m Non-Asoestos Fibrous Material Type

None Detected None Detected

Lib No.: 3225M6 Dtat

Client No.: 14-35

% Asbestos Tvna

TO Chrjaotile

Lafa No: 3Z2JM7 Desa

Client No.: 14-36

°/i>Asbestos Tsne

70 Cnrysodle

Description/Location: Grey Insulation

Room 115; HVAC Duct

VnNcp-Asbestcs Hbrftns Material Type

None Detected Nona Detected

Lab No.: 3225W8

Client No.: 14-37

% Asbestos

None Detected

TYpe

None Detected

Description / Location: Yellow Carpet Mastic

Roomll5

34 Noo-Astestos Fibrous Material Tvna

None Detected None Detected

%Noti-PihK?Ti3 Material

100

% Non.Fibrous Material

30

&Non-pibrpim Material

30

% Norn-Fibrous Material

100

NIST-IWLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
Thistxitfdcttfelrcpftt relatesadyta thoseitemfe) testedenddoesnotrepretem onerulorsementbyM&JffLAP.AIBA orany*$IWeJf of'the U.S.government

This reportshallriothenprtodueedexceptmJiiiX vxthovt written approval ofthelaboratory.
AnalysisMethod: EPA60041-93/116

OVMMlt« (PQIridicaica SffarhTiA^—iCcL_[Meth^prfoniicd. Mc_rf_„pcfft)ia!i_l—__£3—ted Qh_____Ii_<0_5Mbyv__naiipossiblein— il_; _rO_»i (PC~Tt^-i:)repramte __
__t _"^auiiiiT_—. OtoTr_-s) jnearrs Ar^iis inclutks all d___i Se>p.i>-:iblc Lsvere in areoriancc wv_
EPA 600 Method TfnMirrxirtfTdTC^-reiseraired. [3y_ 3m_l _briitm fibers may be ni_2t(i hvP'f_/>
duatoIMt4B__M—klBtf—•VSHM—MMip- TherefixfinegatePL_fr___OM—flb* auajanteed,ElectroaMicnaeapyoin be:j^ _ a <_____g icehaique. _egu]a™]yLimit
Uhisesi L-poa_e ssnpte n_sc;.

AnalysisPerformed By: L. SolebeHo

Bate: 2/9/2008 Page 10of i;



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

GOO Oakbrook Lans, Suite b
SummarviOe, SC 29485

(B43) B73-364B

Page 30 of 38

f A riti International Asbestos

JL_^ I |_ Testing Laboratories
9000Commerce Parkway SuiteBML Laurel, NJ08054

Telephone: 856-231-9449 Fax: 856-231-981S

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 Oakbrook Lane, Suite E

Summerville SC 29485

Report Date: 2/11/2008

Project: Col1i_nCO—tySieriffsOTc.

Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No.; 3225949

Client No.: 14-38

% Asbestos _K

None Detected None Detected

tub No.: 3225950

Client No.: 02-39

si .Asbestos Type

None Detected Monc 0Ct acti:(I

Lab No.: 3225951

Client No.: 02-40

% Asbcstns IB*

None Delected None Detected

Description /Locatton: Yellow Carpet Mastic

Room 115

% Non-Asbestos Fibrous Material Ts-nc

None Detected None Detected

Description / Location: Grey/TanSheetrock

Room 200

% Non-Asbcatoa Fibrous Material Type

15 Cellulose

Description / Location: Whift^GiieyPlasier
R__m_Q_

% ___ajgfe___ Fibcona Matefri-

Nr«icD=.ed«.

Tvnc

NoaaDeMCKd

Note: Different roateriAl fJw_ indicated cmSample Log / Dec,aipli.on.

% Nan-Fibrous Material

100

% Non-FinrqitsMaterial

S3

% Non-Fibroug ma-fiil

100

NIST-NVLAP No-101165-0 NY-DOH No. 11021 AIHA Lab No. 100183
TTiiscooftdentiolfvpartndatesontywdioseUem

This reportshallnaitxreproduced except injuM, vjtboyt xTimw approval ofthe laboratory.
AnalysisMethod; EPA600/R-93/11S

Comincu-: (TC)„„(3_s5uj'a6adJP;)mtfouniMdforfpafcmiw?- MethodMtp____riuidc_s_re_ Quaeiifoa_ta_<0.2S%byvolume u p___a wi_ dr_ _<_k— CPC-Tuc*)represents __
lir;_.of qy___ujt—•. Cpc-Tirite)iirwus that_feWM w_ detectedbin isnot quantifiableunderUmPtwut Countingregimen Anelys_ii_.udr_ all distinctscpanbte layersin _cor__ce wilh
$PA$CQMe_od, Ifnoti^ctited _0_EirmieMtGdJ Sm.iJ. asbestosvbcia_sybe•___! hyPL\i
lilM—li !•___tiflt— ofLbo flpii_l —»c—flo^Mi. Therefore, ae^live FLMresultsMr_ottegu__:lc*_ ElrtironMkrosccpycanbe _cd _ eeot_raimgTfithr.t^iic, RcQt4atCiyL__t
_ based updnthe-%t—p!e mstrix.

Analysis Performed By: L. Solebello

Date: 2/9/2008 Page 11 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oakbrook Lans, Suits E

Summervilrs, SC 29485

(843) 873-3648

Page 31 of 38

f A r | i | International Asbestos
__tL J• I i Testing Laboratories

MOO Commerce Parkway Suite BMtLaurel, NJ08054
Telephone; 83S-231-M4!' Fax: 856-231-9818

CERTIFICATE OF ANALYSIS

Client: Trident Environmental Services

500 OakbrookLane, Suite E

Sunimcrrilte SC 29485

Report Date: 2/11/2008

Project: CoU«ontaiuitySheriffsOfc.

Project No.:

Lab No.: 3225952

Client No.: 02-41

% Asbestos Tvnc

None Detected None Detected

J.«b No- 3225952

Client No.: 02-41

Vc Ashaaos _»

None Detected None Detected

Lab No.: 3225953

Client No.: 02-42

% Asbestos XV£?

Nona Dstecied None Detected

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: White/TanSheetrock

Room204

% Non-Asbestos Fibrous Material Type

Cellulose

Description / Location: WhiteJoint Compound
Rooiu204

%Woo-A;rf)«toS Fibrous Material

None Detected

Type

None Detected

Description / Location: White/GreyPhister
Coiitm. Center

_LNt>H-At,beclQg Fibrous M__rial Type

None Defected None Dc_£ied

Note. Di_brci_ nwU-riAl than niditalcd on Sample Log / r^,erinriQ_

LquNo.. 3225954 Description / Location: Red Firestop Caulk
Client No.: 16-43 HVAC Basement

% Asbestos Troe % Non-Asbc_os Fibrous Materia. Tvnr.

None Delected None Detected 2 Synthetic

%NWFibfou*MMerial

Layer Nol: 2

% Non-Fibroos Material

100

% Non-Fibrous Maieri.il

100

% Noa-Fthrpus \faterial

M

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
Thisconfidential report, reletes onlytothose, itemfs) testedandarret notrepresentanendorsement byWSr-WVlAP, AIHA oranya&ency oftheUS.government

Thisreportshall net be reproducedexzeptinjjtil Without imritlcn approvalofthe laboratory.

Analysis Method; EPA000/K.-93/r116

(PC)__c_M:ftr__si_]r_»iCM^J^^ ^«fc_odnoIpcrfbrtt^^l)Ie3tS»«tl, Q__jfl__— <C.25% byvolume ilpossible wilh „iin_lhi_-ffC^HaWJfcuE—_l tfc
!ii_loJTqiinl,'-_;cri. (rt:-^ .AjitUyjH3ir_li_„.iUdiKi^
EPA600Method. IfnomirQnrforc__wi»nft_d, layer wri^ 3n_0 _o_icj fiacre may b*trtiswtj byFLAi
due iorcaoludor. limtL-MiE. of\iffMjjiicil ruiwaEcopc. Therefore i_g_ivt; PLMrctulti canoatbeguaremccd. EtesianMicroscopy cmbc••#••*—H_B__K1I__Im< _MJ—yl——I
it h_eJ vpenibr **apl<matrix.

Analysis Performed By: L. Scd-oello

Date: 2/9/2008 Page 12 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

;S.
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Salety
500 Oaitbronk Lane. Suite E

Summarville.SC 29485

(B«) 87 3-3 648

Page 32 of 38

IATL
International Asbestos

Testing Laboratories
9000Commerce PsAsvay SuiteBMt Laird, NJ08054

Tclepnoiie: 85S-231-9449 Fax: S56-231-981S

CERTIFICATE OF ANALYSIS

Client: Trident Em^orrmental Services

500 Oakbrook Lane, Suite E

Surnmerville SC 29485

Report Date: 2/11/2008

Project: ColletonCounlySrieraTsCffc.

Project No.:

Lab No.; 3225955

Client No.: 16-4*

% Asbestos Type

None Detected Norte Detected

BULK SAMPLE ANALYSIS SUMMARY

Description / location: RedFiiestop Caulk
HVAC Basement

%Npn-Ashestos FjbrQtls Material Proe

Synthetic

Lib No.: 3225956 Description / Location: BlockTar
Client No.: 17-45 HVAC Basement

% Asbestos ls_ % Non-Asbestos Fibrous Material Tvdc

None Detected None Detected Trace Fibrous Glass

3 Cellulose

Lab No.: 32259S7 Description/ Location: BlackTar
Client No.: 17-46 HVAC Basement

% Asbestos Type % Nort-Asbestos Fibrous Material Tvoe

None Detected None Detected Trace Fibrous Glass

3 Cellttlose

Lab No: 3225958

Client No.: 18-47

tyg Asbestos

None Delected

Type

None Delected

Description /Location: Tan Cementitious
HVAC Basement; Conduit Chase

% Non-Asbsstos Ftbroos Material

None Detected

Typo

None Detected

% Non-Fibroiss Material

% Non-Fibrous Material

97

"ANoo-Pibrous Material

•17

MNon-PibroiK Material

104

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 100188
Thiseonfidttntuil reportrelatesonlytothoseitem(s) testedanddoesnotrepresent anandorsemtnt hyftlST-tsPLAP, AIHA oranyagtnsyofthe_._ gaverrintent

This rcpvrt shall notbereproducedexcept mfufL wfJn—i itiriilen approval ofthelaboratory.

AnalysisMethod: EPA iSOQ/R-03/1 16

Commen-f i7_)I_li__s£iTi»iUJ6dPo.DtCsi^ Method notperformed ualesssraced Q_jiij6__cd at<025%byvolume « postibl* with-Juim<r-Kod fPC-Trr«)rt^_cnca ttiis
!tmjLof'̂ j<inli~tirtL i^-Ti„e)_e_5U_i _b__S7iw&__irf .Ai_lviis mcludrs aild_tb«!KT^^cUyeraifli£Ct^din;e'*iiii
EPA600Mediod. Ifi„t repeat—_^__WiM:i.ftf^_yte___^ Small_bts!c3 _ie_ 7r>ay far, njisie^byPLM
dueWBM——(• Hnim_m_oflie Wf/etH micrwwpc. ITiiatfecc.ncgS^ljFIAlre*—.s___*b*giHj_i_ed: EI«ConMa_copy esc'caused_ jcwnfirmirigicchatgijc Rtgjitd1_j Litmit
11V)UC<1 UpCa_fi tt_nrpl«im—iTJt,

Analysis Performed By: L. Solebello

Date: 2/9/2008 Page 13of! 5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

IATL
International Asbestos

Testing Laboratories

S
Trident Environmental Services, Inc.

Consultant* in Industrial Hygiene and Safety
500 Oakbrook Lans, Suite E

SummsrviliB, SC2 94B5

(8 43) 873-3648
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9000Cornntercc Parlcoay SuiteB Mt laurel, NJ 08054
Telephone: 856-231-9449 F_ S56-231-9SIS

CERTIFICATE OF ANALYSIS

Client: TridefflEni/iroiiinsntal Services Report Date: 2/11/2008

500Oakbrook Lane,Slrite E Project: ColletonCoDntySherilTsOfc.

Svnnmerville SC 29485 Project No.:

BULK SAMPLE ANALYSIS SUMMARY

Lab No-

Client No.:

*/o Asbestos

3225959

1141

Type

Norte Detected

Description / Location: Tan Cementitious

HVAC Basemaut; Conduit Chase

% Non-AsbestosFibrous Material Tvoc ^LNoo-FibrousMaterial

None Detected None Detected None Detected 100

Lab No.:

Client No.:

% Asbestos

PC 1.3

3225960

19-49

Ty_

CbrYsotilc

Description/ Location: GreyWindow Glazing
Exterior

%Non-Asbestos Fibrous Materiel Tvue %NoojFihr01B Material

None Detected None Detected PC 98.7

Lab No-:

Client No.:

% Asbestos

PC 1.3

3215961

19-50

lass

Chrysotile

Inscription/ Location: C«yWincW Glazing
Exteiior

% Non-Asbestos Fibrats Material Tvrse % Nan-Fibrous Material

None Detected None Detected PC 98.5

NIST-NVLAP No. 101165-0 NY-DOH No, 11021 AIHA Lab No. 100188
Thti cotfidenztal repon relosBt oiify tty Aote iicmf^ fr^zed enddoes rwtrwpnsertm endonem orany agmcy <d'tJte US- gcvtrtPiwnt

Thisreportshallnotbereproduced esctpiinfidt,without writxnapproval of thelaboratory.

AnalysisMafthod: _PA600/R-93/116

Comments: (PClIr,~ .&-.W.2 StTBiificdPoiiir Coufli Mc—cd perfbffnt—. Maincd r.ot pttfomiHl l_k= siBtcd. ^N—_•——— <0._S*» byvqI_tw ij possiblewraji thismethod. (PC-'f_co) iepxes__; this
limitnfMM——JOB (PC-Timtctyran_r_ iM———Miflft wasi_—Oa-rftititit rwfnvantifiah.c —__"ihc WBflfl—_h^lpBWH Anpfyfis inch)—a_ld__tasap^_nl= l^re inaaxj__ircm_l
EPAtfWIaV—Khod. Ifnoc/e^o-daoibim-tsiio-r^liayare ar^iI—bBsaosGoeis-^beii-BcdlvrtM
duotor«ol_iOTliTi_c^orao^ T!ifci_c* 7̂_^i.v<tPLM^ _lccL-otintroscopy esuoe wild asa conSirningic__iqi_. Rt:jpjbtaiyLimic
_b_cd\irxm_ca_np_t__ix.

Analysis Performed By: L Solebello

Date: 2/9/2008 Pagel4ofl5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oakbrook Lans. Suite E

Suinmervi"e,SC 29485

(843) B73-364B

Page 34 of 38

W A fTl¥ International Asbestos

|^^^ I § j TestingLaboratories
9000OwanercePartway SuiteB MLLaurel, NJ080S4

Telephone: 856-231-9449 Patc85s.231.981s

CERTIFICATE OF ANALYSIS

Client: Trident En\Tj_rDHQtal Services

500 Oakbrook Lane, Suire E

Sviirraiereille SC 29485

Report Date: 2/11/2008

Project ColletonCcranlySheriffsQfc.

Project No.:

Lab No.: 3225962

Client No.: 20-51

% Asbestos Type

None Detected None Detected

L»l>No.: 3225962

Client No.: 20-51

% Asbestos Tvoe

PC 1.7 Chrysolite

Lsb No.: 3225963

Client No.: 20-52

% Asbestos Tree

None DetectedNone Delected

BULK SAMPLE ANALYSIS SUMMARY

Description / Location: White Window Caulk

Exterior

%|h_-_-___ Fibrous Material Type

Nona Detected No_3 Detected

Description / Location: Tan Glaring

Exterior

% Noo-Asbestos Fibrous Material

Ncrte Detected

Type

None Delected

Description / Locution: White Window Caulk

Exterior

% Noo-Asbestos Fibrous Material Type

None Detected None

% Non-Fibrous Material

100

layer No.: 2

st\ Non-Fibrous Material

PC 98.3

% Non-Fibrous Material

100

NIST-NVLAP No. 101165-0 NY-DOH No. 11021 AIHA Lab No. 1001SS
Thisevidential reponrebates Ottfy to thoWitem(sf

This report shall notbereproduced exceptinfit", without wrtneti approval ofthe laboratory,
~ Analysis Method: EPA600/R-93/I1S

Coouncntac (PC)IndLcaicaSOa_If™Po_iCountM___ pMftjTtned iVilfcod n« polomedUrJcsa stated. Qu^rifica-i_i trt<0.15^r^ s^lLtiat; ij.po„ir_e withth_n_i^. (r^>Tisi^)reprt5^it3 t^.^
limh of•—____ (P_-TractV) i_cxt» tint *w;ste<s wasdstecSed but is hoj q__tLs_b!eUi__ Eba PointCountingtegnnoi Andysia induces _1 _siin_ separablelayersin _o_ii_ux wi_
EPA 6CO MstLhoi lfiiQt[^o)ti^orodieiwii»(M^_y_»_i_-i-tp^ Smalt —bettos fibers _tay 1__i_«d fay PL\t
duct^rcsolmion'inij^outsScfihtL^ri—! rjii.-ri^Tjpr, T—arfbie. negative PLM rcjults cannot beg_r_i_t_, BM—MMHR caflbeuwd —MMfmfefVM|R _Cg_«fliyLi_it
_ Iml UpontJ_ Simple •__-._

Analysis Performed By: L. Solebello

Date: 2/9/2008 Page 15 of 15



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safely
500 Oakbrook lane. Suits E

Sutnmsrvills.SC 294 85
(8*3)873-3648
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"^Teb"" j,^/: •• ' '** W/- -.•••*••-• ,^,\ •-•. v;:_.__._._5_i_-___w^^
*J? CHAIN OF CUSTODY FORM-

•Asbestos'WikSampl^g^
Trlii<Hrt Etivtronra»fit_l 3*rvlc«, Inc.

G^jrraoa to J«ln*flii Hyr-iw» iUM&>A*y
_n_i*_oafe_uv*5uM«e •

•_•—Hl^ SC MM
. pt,orr)(tw3)a"a-_i4e ,

FBn(B«)rai-17K»'

jVa^^V Onat_-V\| jjjjif___ If____ Waging;
Project Name:

Loc_«___J___a2i_i-s3_l

.f

DESCRIPTION OFEACH SAMPLE AREA

Hemes]

Ajifs

ft.
Oi

OX:
01
ill
___

03
04
_1
___

05

OI

<2e>

03

__L

cu.
OT

0&
__j.

LO

gOrraro^

__iLu_i_|-

7X*, CgJL____-

Frtaimt

(+)

g^3 r-g.it.iiJfe'7.,£ £
Cyt;uQPr4l[JC [JS_
J>HuOPU Uc

TL__5^0iri
_ia^t_febj_m
£d_^_____94Je___
_3e___f£s___ii.

i< i C€_ ikfeife
ixi a-F.iLinfr-T.ie k—

(_<2>ie_£ iilyk_^_ei___L__£_•

0U> i_L
gfr^-V.V^X'M

-rePLfy-jcf ji^___a___i__L__
Q_QtZrr«\£. rV^tKesv^

D1 J__ -L^s_!fi^
Ftoftfrf-teA^^8^_n

D&
O

M
eatlfALj^ _fp- fj S_3___ fe

Af5Q4_ElD^_I_£
D&
_&
_2_L

ILL
/0

a

_i£>

<ao

_n

mTh*«™iS**™ ****** - fl«t o
Q T___S»«™ fc*W---Danwotd
(1JT1-

Samples Cotedad by: Robin ABlQWTt

8imi|Af»Rece'vBdby: ____________

^T

rhevinLi5-tx|

_

_•

.£

ASSESSMENT

OF MATERIALS

il_3225
3225913

322F

_22_
3225^17
TZrrsn-r

is_

32259,18
20
IT

3225?
3225"

223225J

32259 2 3
32259 24

3225*125
3225526

32259

*77 5aS2

. _ v-^;



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

HfrxM&fJiti

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Salety
500 Oakbrnok Lane, Suits E

Sum-ervnlle, SC 29485

1643] 873-364.8

Page 36 of 38

Te.
s -- •.'-^^^m^^^S^^^ki^

CHAIN OFCUSTODY FORM
• Asbestos Bulk Samples

Envirannwntal Servlcw, Inc.
0S^ttrtr^fnlr^u^ri^HVf^^a''^Sa*^

WmtMemeeemumm,_mE
S_r|-Brvi«o, SC ZSK05
?htstwttB*,5)97^3r5*8

f-_; (S4~) 1-1-1757

04 M-

p^H— £g__g___ ^ »r tU | -^^ffi^ offi'Cg Date: &)(&&&
•ft-^g -fa_x^_3t^ /a TMJj,

^

2

•^wtsI-I ft* 7
DESCRIPTIONOP EACH SAMPLE AREA

Am
3—npfefD

]__

fQ 22s
__L10..

LCL
/0
7c7

3__
__i
a_

ii-33
iX-S
iC-2
it __

s
33

T

flgb____ bObWt&

____j_jj_______i

a
_3
__.

•34 -iXf^frVM)

35 _l«0M 115

S___i
^5 3#

_ZL
/S c3g>

___

___

_£L
01

A£i
___

at-jTMiirr-trnTTiTtir-n .••••• •

P)-n_™iaj»torotltWi*—-trfWCflnt*"
CJT»_»_ ay—n— fc_MN -0-»«<"*
•r—wm— twww - dw—_> on*
H_M_K«Good Csnd*_

Fr—le

(->

r\P0^

PlPEter
t

T)p£&P_ t

WBEt.
CfTAuiC^l^3r<rLtr

Cfy&UtClfcfyqJ
o_aij_______yt:

X-

w$.2t£etBm&L
^Ji^^flh^/A/A

?«^-

_g__>c:

x

_1

^__^___i__3_fc
#fr\C7>jch -Tfiptr. X
5_j_J£&____j-_;'

___£

'•M&Mhea
Z>4^Mi|jr-

_s_

Drtp-M, |_C
jgr __, >^rU\ lW

(T)Ajt__.

m
ti,7«fr-*o

(*)A_n_W
rWO.f;0«D.t__*

. >s/T-H_T4__
PMW-PK—rt*_M

___•£

^c-vs-jiic tor (fa

J_

ASSESSMENT

OF MATERIALS

Typ«

etjHD

3225933

3225934

322
322?

935

93 6

322?937

-.3225

~^*
938

aui3221
941322?

/o,c4£259TZ

___!_--
944322?

3225945

3223947

948322
-322? 94 9
"3221 ¥5~r

3225 951

3__i__Z
3225953

"l„e»r~-r~Se**f/e.B*'<V \Z^*1 __lfc
Cofceifcitv: RobinABtowti | rtfcViKV _£__! )

Eamptw RBCtivtd by.
BM-fUMK

••..- ^ew%5



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7, 2008

Trident Environmental Services, Inc.
Consultants in Industrial Hygiene and Safety

500 Oakbrook Lans. Suite £
Summerville, SC 29485

(843) B73-3 648
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Trident C-vtromwntai _«.nric*s, li
_k_ toA-majiW MWJHKB*Safty

sty. ookStnon _u_, S_ttj E
__1ci_nAi.SCX949S
Pitoft*{M3)87^««.

chainiwCustody form .
lA^Afe

DESCRIPTION OPEACH SAMPLE AREA

Horaog

ili . ,a»-r if. .^_ __:*_f\sG/"Y^ . . c \/

Samptee-Co****! by:

'Sanrpfa* Reoefaeiby

tf]/r^~tf£rri'7fP£

Fr„l« Fnamsi

(->{+)

ASSESSMENT

OF MATERIALS

Tj1»

_;D-*=3g&5 354
3225 955:

T2T5

v;."3«



Comprehensive Asbestos Survey
Colleton County Sheriff's Office
Walterboro, South Carolina
Survey Date: February 7,2008

Titterrjatioival AsbestosTesriiigLaboratories
9000 Commerce Parkway, Suite B
ML Uuiret, New Jersey08054

S
Trident Environmental Services, Inc.

Consultants in Industrial Hygiene and Safety
500 Oaktorank Lano, Suite £

SummeTVillo.SC 29485

(843) 873 3648

Page 38 of 38

Tel. Sit. 231-944?
Fax 856231-9818

Client:

FAX:

Special
Initructiims:

Type:

-Chain of Custody-
-TO.rcri^£r\Mt>M tn^l^g-tVO? Project Nan»-; Ctjt\-gJtHsf (/lufi^ Sffef'.^3 O^&C«?
fVO\-OyrKQI'>i IrWte-a^rt-e Project No.:

jg;wi^ftv-viM\t-.cr>c <=^tg5__ j
£UiJi_L_____„ Contact: (bXyer-^-^^
Yy. g____ _aa ___ p^ar- w^ >gc&u?L_:

CoH
"KGD '"i "-t->—*'»'«- . . -

Asbestos

£ J Air [ ] Soil
[ ] Dust

J Water [ 1 Otter

Analysis Method:

Turnaround

Time:

PCM: NTOSH 7400

PCM:OBHA

PCM:Othar__^_
N

_ t l
[ ]

AAS : MOSH 7083 (Air}

AAS :"^tti in&irAiig Wster

AAS:1—1 at Psirt ASTMDS335-S51

Aj_:U_rjtsstWipe '
AAS :OI__t_/S<»____

Lead

[ ] Air [ ] Soil
[ ] Built [ ] Paint
[ j Water [ 1 Other

PLM tBnllcAsb—uEPAttOO

PLM : S—1 ComsfinE 198J

PLM: MOB_ 1*8.1CPLMtmry)

If <1%by ELM,to l—stria 198.4
to ttteasWVSPOH rcqnrrtaiirairs"

(••callto cotrSitnTATt)

Other

TBMrttHERA

TEM:M0SH7<02

TEM:EyAL«~ii

TEM: Mcrovac/ Wipe

TEM: MM m Water

lEMtasHtAsst.—

TEM; NOB 198.4

XEM:0_:
Total Dost :jnosH050t>

FAX: Verbals:

date / -flrac

[ ]10Day [ ]5Day [ ]3Day L1*»• ^1 1D^ =I6** <]RUSH
Pre_m_vFA_VeibalR_iltsB«sqtig5t«''w: ..... .._

Sample
Numbers:

Chain of

Custody:

Client #{s):
(start)

OI'O I - 70*52- IATL#(S):
(_) (start)

Relinquished: .
Received:
SampleLog-in:.
Sample Prep:
A—lyzed:

QA/QCBevisw:
__.

Ai_TOWSel_™:_
_QA/QCMelLAB XSx._

Dale:,

Date:_
Date:.

Date_^.
DatK^atf
Date_

_D«teL

(•of)

iiECiS/ED:
Time:


